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Ditec CUBIC6FM P1818

Manuale di installazione finecorsa magnetici per CUBIC6
Installation manual for magnetic limit switch for CUBIC6
Manuel d’installation de fin de course magnétique pour CUBICé
Wartungshandbuch fir magnetisch Endschalter fiir CUBIC6
Manual de instalacion de fin de carrera magnético por CUBICé
Manual de instalacao de fim de curso magnético para CUBIC6
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DATI TECNICI / TECHNICAL DATA
Contatto / Contact 24N /0,4 A

Grado di protezione / P67

Effettuare i collegamenti come indicato nel manuale del quadro elettronico. Degree of protection

Check the electrical connections as indicated in the control panel manual.
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